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UNDERSIDE OF INCOMING SECTION INFDCRDMPAYTIDN ——
DOORS REMOVED FOR CLARITY ON FRONT VIEW
REV: M N P Q R
EDR: 5543 | 5833 | 6341 | 6503 | 7025
REV: A B C D E F G H i J K C
EDR: 3507 | 3622 | 3737 | 3813 | 3912 | 4467 | 4676 | 4678 | 4796 | 4918 | 5080 | 5331 E
Xlljl_jglf/l E%Tswgs\évlslﬁ ;Th;\TED:— MATERIAL 1 5mm UOS SIZE
TOLERANCES TO H30052 GRP UOS -
FIXING STANDARD TO H30051 REF. COPY
NOTES:- WIRING STANDARD TO H20051 A1 S030053 ISSUED
1) DOORS TO BE HINGED ALONG OUTER EDGES. WELDING STANDARD TO QAI 61. N — SR ——
2) CT LINKS TO BE HEATSHRINK SLEEVED IN THE APPROPRIATE PHASE COLOUR. S0 NOT SCALE TS DRAWING QRIG 146 |:-) [
3) POTENTIAL FUSES TO BE FED FROM BOTTOM END OF CT CHAMBER WITH CABLES LONG . : ) —
ENOUGH TO REACH EITHER END OF BARS. IF_IN DOUBT, ASK DATE.
4> WINDOW OVER VRCD TO BE SECURED WITH AN M4x12 SCREW. TITLE 01.02.17| ELECTRICS LIMITED
5> CABLING TO NEUTRAL/FUSE HOLDERS TO ENTER BOTTOM OF HOLDERS.
6> POWER CABLING BETWEEN UNITS TO BE LEFT UNCONNECTED AT ‘CT’ END. G EN ERAL ASS EM B |_Y DRN. JML DRAWING No. REVISION =
75 FUSES TO BE ‘NS’ (F1> PATTERN. NEUTRAL LINK TO BE ‘SS’ (E1) PATTERN. CTC/ARC400/LR ) C ’I ’I 6 6 2 R
THIS DRAWING IS THE PROPERTY AND COPYRIGHT OF BLAKLEY ELECTRICS AND MUST NOT, WITHOUT
THEIR WRITTEN CONSENT, BE PASSED ON, COPIED, OR USED FOR ANY OTHER PURPOSE. APPD. SHEET 2 oF 2
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